Tutorial for using Serial Port Monitor 4.0
This article illustrates the procedures for using Serial Port Monitor 4.0, available in trial version, whose objective is to enable the verification of any type of communication being established between a program/device and a serial port (COM). 
To install the, you must download it via website (http://www.aggsoft.com/serial-port-monitor/download.htm), and then execute it. 
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Figure 1 – Installation screen for Serial Port Monitor

When executing the do software, you will choose between three different options: 
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Figure 2 – Screen with monitoring options

To check whether any software or device is communicating with a serial port, select Spy option. 
The configuration screen will be open, only waiting for the command to start reading the signals received by the serial port. 
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Figure 3 – Main screen

In case the window with the options Manual, Spy, and Dual Ports cannot be viewed when executing the program, access the menu File—New session....
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Figure 4 – Open new session

To select both the desired Serial Port (COM) and the other communication parameters (transmission rate, data bits, and parity type), just select the options available on the main screen’s upper bar. 
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Figure 5 – Parameters selection 

Finally, once the parameters and the COM port to be used have been selected, you must click the Open option on the lower right side of the toolbar (Figure 5), and look for any communication between the serial port (in this case, COM1) and any software or device, as seen in the application below (Figure 6):
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Figure 6 – Demo application with simulated communication 
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Welcome to the Advanced Serial
Port Monitor Setup Wizard

This il nstal Advanced Serial Pt Marikor 4.3.7.1107 on
your computer.

It s recommended that you dose all other applcations before:
cantinuing,

Clck Nt to continue, or Cancelto exit Setup.
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